Montana


Organizational Unit:
Malta Field Office

Assessed Facility:
Malta Field Office

	Finding Number
	Finding
	Date of Final Report
	Repeat

?
	Priority Level
	Safety RAC
	Recommendation
	Point(s) of 

Contact
	Last Reported

Status
	Current 

Status


	EGRESS-98-001
	A Fire Prevention Plan has not been prepared for the Malta Field Office or its associated facilities.
	04/16/1999
	N/A
	Class IC
	N/A
	Prepare and implement Fire Prevention Plans for all applicable facilities in the Malta Field Office.
	Jody Miller
	Scheduled for completion in April 2002..
	

	EGRESS-98-002
	The Self-Protection Plan for the Phillips Resource Area (PRA) does not meet all of the required elements for an Employee Emergency Action Plan, nor does it reflect the recent organizational changes.
	04/16/1999
	N/A
	Class IC
	N/A
	Modify the plan to reflect the new Field Office structure, to be Malta-specific, and to include the following:  1) designation of a safe or refuge area for employees to meet in the event of an evacuation; 2) procedures for accounting for all employees after evacuation; 3) rescue and medical duties assigned to employees (if any); and 4) likely emergencies other than those already addressed in the existing plan (e.g., blizzards).
	Jody Miller
	Scheduled for completion in April 2002.
	

	HAZCOM-98-001
	Although Field Office employees are potentially exposed to hazardous materials, most have not received general or hazard-specific Hazard Communication (HAZCOM) training.
	04/16/1999
	N/A
	Class IC
	N/A
	A) Assign the State Safety Manager with the responsibility for providing general HAZCOM training to new employees in the HAZCOM plan;  B) Revise the HAZCOM plan to formally require supervisors with the responsibility for providing and documenting hazard-specific HAZCOM training (e.g., tailgate training sessions in the field going over the MSDSs for the products which will be used on that project); and  C) Require the State Safety Manager to provide training assistance to supervisors upon request.
	Jody Miller
	Scheduled for implementation in December 2001.
	

	HMOSHA-98-002
	The green flammable storage cabinet in the Malta Field Office land use warehouse does not meet OSHA and UFC standards.
	04/16/1999
	N/A
	Class IB
	N/A
	A) Program funding to replace the existing cabinet with one that meets current design requirements; and B) Once the cabinet is replaced, use the green cabinet to store motor oil, antifreeze, and other liquids that are not flammable or combustible.
	Jody Miller
	Scheduled for completion in March 2001.
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	HMOSHA-98-007
	The fire extinguisher in the YACC building at Glasgow was last inspected in August 1995.
	04/16/1999
	N/A
	Class IB
	N/A
	Contact a fire extinguisher inspection company and arrange for the inspection, recharge, and/or replacement of all fire extinguishers requiring such attention.
	Jody Miller
	Scheduled for completion in November 2001.
	

	HMTRAN-98-002
	A fuel tank designed to be hauled in a pick-up truck is not properly marked or placarded.
	04/16/1999
	N/A
	Class IB
	N/A
	A) Prepare shipping papers to be carried in the pick-up truck that has the bulk tank mounted in its bed.  [Note:  The shipping papers must simply state “DIESEL - UN 1993,” “145 GALLONS,” and an emergency telephone number that can be called in the event of an accident or release of fuel while in transport.]; B) Mark the bulk tank “BUREAU OF LAND MANAGEMENT LEWISTOWN FIELD OFFICE;” C) Mark the bulk tank on two opposing sides “DIESEL;” and D) Install flammable placards with the identification number 1993 on four sides of the pick-up truck that has the bulk tank mounted in its bed.
	Jody Miller
	Not provided
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	HMTRAN-98-003
	The 1,185-gallon gasoline trailer parked in the yard at Malta does not meet DOT specifications for the transportation of flammable liquids.
	04/16/1999
	N/A
	Class II
	N/A
	A) If a gasoline tank trailer is needed, program funding for the replacement of the tank with a DOT-specification MC 306 cargo tank by July 1, 2000; and B) Establish a maintenance schedule/log for the new replacement tank to ensure that the visual inspections and hydrostatic tests are performed at the required intervals; or C) Excess the gasoline tank trailer; or D) Restrict the use of the trailer to combustible liquids (e.g., diesel); E) Placard the tank on all four sides with COMBUSTIBLE placards and the identification number of the combustible liquid being transported.  [Note: If a combustible placard with the identification numbers cannot be purchased, a flammable placard with identification number is acceptable.]; F) Mark the tank with the proper shipping name of the combustible liquid being transported; and G) Place a BLM logo on the tank.
	Jody Miller
	Not provided
	

	OSHA-98-009
	The mouse infestation of the YACC building at Glasgow poses a Hantavirus threat to employees.
	04/16/1999
	N/A
	Class IB
	N/A
	A) Program funding for a contractor to exterminate the mice, clean the building, and repair the building, as necessary, to prevent it from becoming infested with mice again.  The contract must require the contractor to provide proof that they have a respiratory protection program and that its employees have had the medical evaluations, training, and fit tests required to comply with the OSHA regulations; and B) If Field Office personnel clean and/or repair the building, they must be entered into the State Office respiratory protection program and complete all of its requirements prior to performing this work.
	Jody Miller
	Scheduled for completion in November 2002.
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	PW-98-001
	Hose bibs located throughout the Malta and Glasgow facilities are not equipped with vacuum breakers to prevent the back flow of contaminated water.
	04/16/1999
	N/A
	Class IB
	N/A
	Equip all hose bibs with vacuum breakers.
	Jody Miller
	Malta scheduled for completion in April 2001. Glasgow completed on November 06, 2000.
	

	WCB-98-001
	The oxygen/acetylene welding leads at the Malta Field Office land-use warehouse and at the Glasgow Field Station shop are not equipped with flash-back protection to prevent flame from passing into the fuel-gas system.
	04/16/1999
	N/A
	Class IB
	N/A
	Install the appropriate devices on the welding leads.
	Jody Miller
	Malta scheduled for completion in April 2002. Glasgow completed on October 13, 2000.
	

	WCB-98-002
	Welding equipment operation and maintenance instructions are not readily available at the Malta Field Office or Glasgow Field Station.
	04/16/1999
	N/A
	Class IC
	N/A
	Locate or obtain written operating instructions for the arc welder and oxygen/acetylene torch, and store in a location readily available to employees using the equipment.
	Jody Miller
	Scheduled for completion in April 2001.
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