Submit Form To:  
Amarillo Field Office  
ATTN: Assistant Field Manager for Operations  
801 S. Fillmore, Suite 500  
Amarillo, TX 79101

Cliffside Gas Plant Status Report

Date & Time of Outage: August 8, 2019 at 1705 CT

Cause of Outage: Loss of Power Due to Weather Event

Factors Causing Restart:
- The cause of this shutdown is loss of power on the high voltage feed to the plant. Xcel Energy is aware of the issue and is working to quickly identify and correct the issue; we are one of about 500 customers affected by this outage.

Current Status:
- Production 3180MSCFD/ 2340MSCFD pure/74% helium.
- Kinder Morgan pressure 654 flow 8350 MSCFD 2% N2 1109 BTU.
- DCS still having communication errors showing a lot of bad flashing signals instead of operational data but plant still maintaining.

Forecast:
- Production is continuing. This is the final report for this instance.

Pipeline Pressure at Cliffside: At 0930 (CT), Saturday, August 10, 2019 = 798 psig

Next Report: This is the final report for this instance.

Points of Contact:  
Amanda Clark, Assistant Field Manager, at 806-356-1025;  
Email aclark@blm.gov

Barry Stoll, Plant Manager, at 806-477-1261  
Email bstoll@blm.gov