Submit Form To: Amarillo Field Office
ATTN: Assistant Field Manager for Operations
801 S. Fillmore, Suite 500
Amarillo, TX 79101

Cliffside Gas Plant Status Report

Date & Time of Outage: June 25, 2020 at 1254 PM

Cause of Outage: Oil Pressure Failure on K-100

Factors Causing Restart:

- Oil Pressure Failure on K-100.
- Suspect oil pump failure.

Current Status:

- Enerflex onsite
- K100 preparations.
  - Pressure test and leak test of coolant system complete.
  - Pressure test and leak test of valves and covers complete.
  - Pressure test and leak test of lube oil complete.
  - Delivery arrived from Ariel of specialized bolts, installed.
  - Performed 1st test run on nitrogen
  - Adjusted depth of newly installed piston in cylinder 2
  - Building nitrogen pressure for 2nd test run
- K600 work in progress
  - Replaced 2 discharge valves on cylinder 4.
  - Ready to reverse Lock out tag out.

Forecast:

- Last suction valve scheduled to arrive by Wednesday morning 7-01-2020
- Plant startup tentative Tuesday 7/07/2020. Will meet Monday to confirm.

Pipeline Pressure at Cliffside: At 1430 (CT), Tuesday, June 30, 2020 = 1357 psig

Next Report: 0800 (CT) Wednesday, July 1, 2020

Points of Contact: Samuel R.M. Burton, Field Manager, at 806-356-1002
Email sburton@blm.gov

Mark Musick, CHEU Foreman, at 806-477-1256
Email mmusick@blm.gov